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Abstract: The heat transfer performance of a solar external receiver tube with guide vanes was
numerically studied under non-uniform heat flux conditions. Models of the smooth tube and the tube
with guide vanes were built. The distributions of the temperature, velocity, turbulence intensity, and
Nu predicted by these two models were compared to investigate the heat transfer enhancement and
the mixing effect of the guide vanes. The effect of the Re and the α on the heat transfer enhancement
was also studied. The results show that the guide vanes form spiraling flows, reduce the maximum
tube and molten salt temperatures, and improve the heat transfer. In addition, a more uniform
temperature distribution is achieved compared to the smooth tube, allowing the molten salt to work
safely under higher heat flux conditions in the receiver tube with guide vanes. It was observed
that a larger Re enhances the heat transfer on the tube wall and achieves a longer effective distance
of enhanced heat transfer in the downstream region, while the spiraling flow, the heat transfer
enhancement, and the mixing are stronger for a larger α.
Keywords: solar power tower; external receiver; guide vane; molten salt; heat transfer
1. Introduction
The concentrated solar power (CSP) system is a promising technology for producing
electricity from solar energy and plays a significant role in the energy transformation.
Among different CSP types, the solar power tower (SPT) system has received considerable
attention, due to its large scale and electricity outputs, which are similar to those of
conventional electricity power plants [1,2]. The SPT system mainly consists of the solar
heliostats field, the receiver, the thermal storage, and the heat-to-electricity conversion
system. A schematic view of an SPT power plant and pictures of the demonstration facility
Solar Two can be found in Figure 1 [3].
The receiver is the key component in the solar energy-to-thermal conversion process.
In several SPT projects, the external receiver has been adopted, as in the case of Solar Two [3]
and SUPCON Delingha 50 MW [4]. The solar flux distributions on the receiver are usually
non-uniform [5,6] because it is very difficult to concentrate the sunlight and achieve an even
distribution on the surface of the receiver. The results of Besarati et al. [7] and Yao et al. [8]
showed that the flux distribution was extremely non-uniform and can be approximated
by a Gaussian distribution. The non-uniform solar heat flux leads to a thermal gradient in
the receiver, which represents a serious problem especially in the external receiver of SPT
systems, where a large heat flux on the tubes and high out-temperature of the heat transfer
fluid (HTF) are generated.
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Figure 1. Schematic view and pictures of the SPT demonstration facility Solar Two [3]. 
The highly non-uniform heat flux and the thermal gradient may lead to high thermal 
stress with consequent fractures of the tubes [9]. Additionally, it also results in local over-
temperatures of the HTF, which may eventually cause its thermal decomposition [10]. To 
solve these problems, several research works have been carried out to reduce the non-
uniform temperature field, mainly by considering two approaches: the optimization of 
the solar flux distribution and the enhancement of the heat convection. For the optimiza-
tion of the solar flux distribution on the tube surface, many studies have been based on 
different models such as the real-time optical model [11], coupled models based on Monte 
Carlo ray tracing and the finite element method [12], and the aiming strategy of heliostats 
[13]. For example, Sanchez-Gonzalez et al. [14] established an aiming model to optimize 
the concentrated points of the heliostats in SPT systems and achieved a peak heat flux 
reduction of 23% with slightly lower receiver interception. Gee et al. [15] and Wang et al. 
[16] added secondary reflectors near the absorber tube in parabolic trough collector sys-
tems to reflect sunlight to the back side of the receiver and achieve a more homogeneous 
solar flux distribution. However, in the case of SPT external receivers, it is very challeng-
ing to flatten the solar flux distribution on the entire surface of the tube. The reason is that 
mainly the half surface towards the light is heated in each tube, while the other half sur-
face towards the back wall of the receiver is hardly heated. Additionally, the receiver tubes 
in SPT systems are close to each other and this makes the application of reflectors on the 
back side of the tubes very difficult. 
Another solution for smoothing the non-uniform temperature distribution is to en-
hance the heat transfer on the inner tube wall and increase the transverse mixing, which 
would reduce the temperature gradient in the tube wall and that of the HTF. The enhance-
ment in heat transfer convection inside a tube has been investigated and tested in the de-
sign of tubular heat exchangers [17,18]. For a tubular heat exchanger, the thermal bound-
ary conditions are usually uniform, since the heat source is evenly distributed on the wall 
of the tube, as presented in the numerical work of Promvonge et al. [19], while for the 
external receiver tube, the thermal boundary conditions are highly non-uniform, as men-
tioned above. Research work has been carried out to study and optimize the internal heat 
transfer enhancement structures under non-uniform heat flux for the receiver tubes. 
Munoz et al. [20] studied the heat convection enhancement of internally helically finned 
tubes and investigated the effects of the number of fins and the helix angle. Their results 
showed that the temperature gradient is significantly reduced, and the collector efficiency 
increases by 3% compared to that of a smooth tube. Cheng et al. [21] showed a heat con-
vection enhancement of the vortex generators on the inside wall of parabolic trough tubes. 
This was achieved by placing the vortex generators on the side of the tube exposed to the 
solar flux. Borunda et al. [22] analyzed and optimized the performance of a parabolic 
i re 1. ti i ict res of the SPT de onstration facility Solar Two [3].
e i l - ifor heat flux and the t er al gradient ay lead to high ther al
stress it c se e t fr ct res f t e t es [ ]. iti ll , it ls res lts i l c l er-
te erat res of t e F, hich ay eventually cause its ther al deco position [10]. o
solve these proble s, several research orks have been carried out to reduce the non-
unifor temperature field, mainly by considering two approaches: the optimization of the
solar flux distribution and the enhancement of the heat convection. For the optimization of
the solar flux distribution on the tube surface, many studies have been based on different
models such as the real-time optical model [11], coupled models based on Monte Carlo
ray tracing and the finite element method [12], and the aiming strategy of heliostats [13].
For example, Sanchez-Gonzalez et al. [14] established an aiming model to optimize the
concentrated points of the heliostats in SPT systems and achieved a peak heat flux reduction
of 23% with slightly lower receiver interception. Gee et al. [15] and Wang et al. [16] added
secondary reflectors near the absorber tube in parabolic trough collector systems to reflect
sunlight to the back side of the receiver and achieve a more homogeneous solar flux
distribution. However, in the case of SPT external receivers, it is very challenging to flatten
the solar flux distribution on the entire surface of the tube. The reason is that mainly the
half surface towards the light is heated in each tube, while the other half surface towards
the back wall of the receiver is hardly heated. Additionally, the receiver tubes in SPT
systems are close to each other and this makes the application of reflectors on the back side
of the tubes very difficult.
Another solution for smoothing the non-uniform temperature distribution is to en-
hance the heat transfer on the inner tube wall and increase the transverse mixing, which
would reduce the temperature gradient in the tube wall and that of the HTF. The en-
hancement in heat transfer convection inside a tube has been investigated and tested in
the design of tubular heat exchangers [17,18]. For a tubular heat exchanger, the thermal
boundary conditions are usually uniform, since the heat source is evenly distributed on
the wall of the tube, as presented in the numerical work of Promvonge et al. [19], while
for the external receiver tube, the thermal boundary conditions are highly non-uniform, as
mentioned above. Research work has been carried out to study and optimize the internal
heat transfer enhancement structures under non-uniform heat flux for the receiver tubes.
Munoz et al. [20] studied the heat convection enhancement of internally helically finned
tubes and investigated the effects of the number of fins and the helix angle. Their results
showed that the temperature gradient is significantly reduced, and the collector efficiency
increases by 3% compared to that of a smooth tube. Cheng et al. [21] showed a heat
convection enhancement of the vortex generators on the inside wall of parabolic trough
tubes. This was achieved by placing the vortex generators on the side of the tube exposed
to the solar flux. Borunda et al. [22] analyzed and optimized the performance of a parabolic
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trough collector with a twisted tape insert. The results showed that the twisted tape insert
reduces the peak temperature of the tube and also achieves good collector efficiencies.
Most of the research work described above was focused on heat convection enhance-
ment at the tube wall. However, the maximum value and uniformity of temperature
distributions of the tube wall and HTFs are also very important to ensure the receiver
works safely, especially for molten salts [23,24], which are commonly used in SPT external
receivers. The maximum working temperature of molten salts is 565 ◦C [25]. Therefore,
the non-uniformity of the temperature distribution and the maximum temperature of the
molten salt flow limit the sustainable heat flux of the receiver.
In this analysis, the external receiver tube was equipped with a novel component
of guide vanes, which mix the molten salt having a different temperature in different
regions of the tube, reduce transverse temperature stratification, and enhance the heat
transfer. This was numerically studied under a non-uniform heat flux distribution. Firstly,
two numerical models of the smooth tube and the tube with guide vanes were created.
The temperatures, velocities, and Nusselt numbers predicted by these two models were
analyzed and compared, in order to study the heat transfer enhancement and the mixing
effect of the guide vanes. In addition, to obtain the performance of the tube with guide
vanes under different flow conditions, the effect of the Reynolds number on the heat
transfer enhancement was investigated. Finally, since the spin angle of the guide vane
is an important geometric parameter determining the flow direction at the outlet of the
guide vanes and the strength of the resulting spiraling flow, its effect on the heat transfer
enhancement and the flow mixing was also studied.
2. Technical Approach
2.1. Numerical Models
The numerical models in this simulation were based on the typical tube of the external
receiver of Solar Two [3], where the height and diameter of the whole receiver are 6.2 m and
5.1 m. A single tube in this receiver was selected for numerical modeling. Figure 2 shows
the computational domain of the tube considered in this work, which is characterized by an
additional guide vanes section. The computational domain consists of three parts, namely,
the component with guide vanes, the target tube downstream of the vanes, and the preset
tube upstream of the vanes. The length L of the preset tube (the preset tube is the tube in
front of the vanes; its main function is to ensure that the fluid is fully developed in the
component with guide vanes and in the target tube in the downstream region) was 200 mm
to achieve a fully developed flow in front of the vanes. The length of the downstream
target tube and the component with guide vanes was 6000 mm and 5 mm, respectively.
Concerning the cross-section of the tube, the outside diameter Dt of the tube was 21 mm,
and the thickness St of the tube wall was 1.2 mm. The geometry of the guide vanes is
shown in Figure 2. The number of vanes was 8, the length in the axial direction Lb and
the thickness of the vanes Sb were 5 mm and 0.5 mm, respectively, and the length in the
radial direction was 8.3 mm. It was stretched twistedly with a certain spin angle α = 90◦ to
generate the vanes. The 8 guide vanes were connected by a cylinder with a 2 mm diameter.
The tube was made of stainless steel and was filled with molten salt (Solar Salt, 60% by
weight NaNO3 and 40% by weight KNO3).




Figure 2. Schematic of the receiver tube with guide vanes. 
2.2. Governing Equations 
The steady-state simulations in this paper were carried out by means of ANSYS Flu-
ent 19.2 [26] (ANSYS Inc, Pittsburgh, USA) on the high-performance computing (HPC) 
systems of Baden-Württemberg in Germany. The continuity, momentum, and energy 
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where ρ, μ, λ, and cp are the density, viscosity, thermal conductivity, and specific heat 
capacity of the molten salt, respectively. iF  is the body force, where the over-line denotes 
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presses the turbulent heat flux. 
According to the results of previous studies by A. Fritsch and coworkers [28], the k-
ω turbulence model is a good choice for the simulation of the heat and mass transfers in 
the tube flow, and for this reason, it was adopted in these simulations. The transport equa-
tions for the turbulent kinetic energy (k) and its specific dissipation rate (ω) are expressed 
as [26] 
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where Gk and Gω are the generations of turbulence kinetic energy and ω. Γk and Γω repre-
sent the effective diffusivity of k and ω, while Yk and Yω represent the dissipation of k and 
ω due to the turbulence. Sk and Sω are user-defined source terms, while Gb and Gωb repre-
sent the buoyancy terms. 
For the tube and the guide vanes which are the solid region of the computational 
domain, the energy transport equation under steady-state conditions is [26] 
( ) ( ) hh T Sν ρ λ∇ ⋅ = ∇ ⋅ ∇ +
  (6)
where h is the sensible enthalpy, and Sh is the volumetric heat source. 
For the solution method, the simple coupling method between pressure and velocity 
was adopted. The second order for pressure, the second-order upwind for the momentum 
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was adopted. The second order for pressure, the second-order upwind for the momentum
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and energy, and the first-order upwind for the turbulent kinetic energy were considered in
this simulation.
2.3. Boundary Conditions
The computation domain considered here includes the fluid domain and the tube
(solid domain). For the fluid domain, the inlet was set as a mass flow inlet, with a constant
mass flow rate of 1.4 kg/s. The total temperature and the turbulence intensity at the
inlet were 563 K and 5%, respectively, and a constant pressure condition was assumed at
the outlet. In order to simulate the non-uniformity of the solar flux on the tube wall, a
cosine radial distribution of the heat flux was considered on the half surface of the tube
wall (X ≥ 0), q(θ) = qmax·cos(θ), which is referred to as the heating surface (Figure 3). On
the other half surface (X < 0), the adiabatic wall (the adiabatic wall is the wall with the
boundary condition qwall = 0 W/m2, i.e., the heat flux through the wall is zero) condition
was applied on the outer surface and this is indicated as the adiabatic surface. In the axial
direction, the distribution of the heat flux was kept constant. The boundary conditions
applied are summarized in Table 1.
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Figure 3. Distribution of the heat flux on the tube surface.
Table 1. Boundary conditions.
Parameter Value
Inlet temperature 563 K
Mass flow rate at inlet 1.4 kg/s
Turbulence intensity at inlet 5%
Outlet pressure 1 atm
Peak heat flux qmax 800 kW/m2
As previously mentioned, the tube including the guide vanes was made of stainless
steel and was filled with molten salt, whose thermal properties depend on the temperature.
According to the literature [23], the thermal properties of the molten salt and stainless steel
are those given in Table 2, where the temperature T is expressed in kelvin.
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Table 2. Thermal properties of the molten salt and stainless steel.
Parameter Value
Molten salt
Density (kg/m3) 2090 − 0.636·(T − 273.15)
Heat capacity (J/(kg·K)) 1443 + 0.172·(T − 273.15)
Heat conductivity (W/(m·K)) 0.443 + 1.9 × 10−4·(T − 273.15)
Viscosity (kg/(m·s))
0.022714 − 1.2 × 10−4·(T − 273.15) +
2.281 × 10−7·(T − 273.15) 2 − 1.474
× 10−10·(T − 273.15) 3
Stainless steel
Density (kg/m3) 8000
Heat capacity (J/(kg·K)) 500
Heat conductivity (W/(m·K)) 21.5
2.4. Parameter Definitions
In order to demonstrate the results clearly, a specific outside surface of the target tube
S1 (0 m < Z < 1 m) and a cross-section S2 (Z = 0.25 m) were defined. In addition, the
following specific lines were introduced: Line 1 (yellow color) on the outside tube surface
where the heat flux reaches the peak value (X = 0.021 m, Y = 0 m, 0 m < Z < 6 m), and Line
2 (blue color) on the inner wall, with the closest position to peak heat flux (X = 0.0186 m,
Y = 0 m, 0 m < Z < 6 m). The geometry of surfaces S1 and S2 and Lines 1 and 2 is shown in
Figure 4.
Energies 2021, 14, x FOR PEER REVIEW 6 of 20 
 
 
Heat conductivity (W/(m·K)) 21.5 
2.4. r eter efinitions 
In r er t  strate the results clearly, a specific outside surface of the target tube 
S1 (      1 m) and a cros -section S2 (Z = 0.25 m) wer  defined. In addition, the fol-
l wing specific lines were introduced: Line 1 (yello  color)  t  t i  t e surface 
here the heat flux reaches the peak value (X = 0.021 m, Y = 0 m, 0 m < Z < 6 ), and Line 
2 (blue color) on the inner all, ith the closest positio  to peak heat flux (X = 0.0186 , 
Y = 0 , 0  <  < 6 ). The geo etry of surfaces S1 and S2 and Lines 1 and 2 is sho n in 
Figure 4. 
 
Figure 4. Schematic diagram of the specific faces and the lines on the target tube. 
According to previous studies [21], the Reynolds number Re is used to represent the 
flow state, and the Nusselt number Nu is used to represent the heat convection perfor-








where u is the velocity of the molten salt flow at the inlet, D represents the inside diameter 
of the tube, h is the heat transfer coefficient on the inside wall of the tube, and λf is the 
thermal conductivity of the molten salt. 
The temperature difference ΔT between the maximum and minimum temperatures 
on the tube cross-section is given as 
max minT T TΔ = −  (9)
The pressure drop Δp between the pressure pb at the inlet of the guide vane compo-
nent and the pressure pout at the outlet of the tube is used to represent the flow resistance. 
b outp p pΔ = −  (10)
2.5. Discretization Mesh 
Mixed discretization grids were adopted in the simulation. In the target tube and the 
preset tube, structured hexahedral grids were used, while for the component with guide 
vanes, an unstructured tetrahedral grid was applied due to the more complex structure. 
Firstly, the grid independence study was carried out with the total number of grid points 
equal to 2,709,037, 3,947,837, 5,806,037, and 7,324,537. The effect of the number of grid 
points on the temperature distribution on the tube surface is shown in Figure 5a. The re-
sults show that when the number of grid points equals 5,806,037, the average relative var-
iation in the temperature is smaller than 1%, if the number of grid points continues to 
increase, and the positions of fluctuations also stay constant. Therefore, the discretization 
grid with 5,806,037 elements was adopted in the simulation, which is shown in Figure 5b. 
The numbers of grid points for the target tube, the component with vanes, and the preset 
tube are 4,648,597, 968,523, and 188,917, respectively. The dimensionless wall distance y+ 
was always below 1, and the grid expansion ratio from the inside wall of the tube was less 
than 1.2. 
Figure 4. Sche atic diagra of the specific faces and the lines on the target tube.
ccording to previous studies [21], the Reynolds nu ber Re is used to represent the
flo state, and the Nusselt number Nu is used to represent the heat conve tion performance









here u is the velocity of the olten salt flo at t e i let, re resents the inside dia eter
of the tube, h is the heat transfer coefficient on the inside wal of the tube, and λf is the
ther al conductivity of the olten salt.
e te perat re dif erence ∆T bet een the maxi u and minimu temperatures
on the tube cross-section is given as
∆T = Tmax − Tmin (9)
The pressure drop ∆p between the pressure pb at the inlet of the guide vane component
and the pressure pout at the outlet of the tube is used to represent the flow resistance.
∆p = pb − pout (10)
2.5. iscretization esh
ixed discretization grids ere adopted in the simulation. In the target tube and the
preset tube, structured hexahedral grids ere used, while for the component with guide
vanes, an unstr ct re tetr e r l ri s lie e t t e re c le str ct re.
Energies 2021, 14, 2253 7 of 21
Firstly, the grid independence study was carried out with the total number of grid points
equal to 2,709,037, 3,947,837, 5,806,037, and 7,324,537. The effect of the number of grid
points on the temperature distribution on the tube surface is shown in Figure 5a. The
results show that when the number of grid points equals 5,806,037, the average relative
variation in the temperature is smaller than 1%, if the number of grid points continues to
increase, and the positions of fluctuations also stay constant. Therefore, the discretization
grid with 5,806,037 elements was adopted in the simulation, which is shown in Figure 5b.
The numbers of grid points for the target tube, the component with vanes, and the preset
tube are 4,648,597, 968,523, and 188,917, respectively. The dimensionless wall distance y+
was always below 1, and the grid expansion ratio from the inside wall of the tube was less
than 1.2.







Figure 5. Generation and test of the numerical grid: (a) temperature on Line 1 with different grids; 
(b) schematic diagram of the grid. 
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of the Re on the heat transfer was also studied. For the typical boundary conditions given 
in Table 1, the corresponding Re according to Equation (7) is 83,335. The cases with guide 
vanes (α = 90°) for different values of the Re (40,000, 60,000, 833,335, 100,000, 120,000) were 
simulated, corresponding to mass flow rates of 0.6727 kg/s, 1.009 kg/s, 1.4 kg/s, 1.6817 
kg/s, and 2.0181 kg/s, respectively. Additionally, the effect of the spin angle α was studied. 
The simulated tubes are shown in Figure 6, where α is 30°, 45°, 60°, 90°, and 120°. The 
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α = 90°; (f) α = 120°. 
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2.6. Operating Conditions
The heat transfer enhancement achieved by the guide vanes was investigated by
comparing the smooth tube and the tube with guide vanes (α = 90◦). In addition, the
effect of the Re on the heat transfer was also studied. For the typical boundary conditio s
given in Table 1, the corresponding Re according to Equation (7) is 83,335. The cases with
guide vanes (α = 90◦) for different values of the Re (40,000, 60,000, 833,335, 100,000, 120,000)
were simulated, corresponding to mass flow rates of 0.6727 kg/s, 1.009 kg/s, 1.4 kg/s,
1.6817 kg/s, and 2.0181 kg/s, respectively. Additionally, the effect of the spin angle α was
studied. The simulated tubes are shown in Figure 6, where α is 30◦, 45◦, 60◦, 90◦, and 120◦.
The other geometric parameters were kept constant.
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Figure 6. Tubes with different spin angles α: (a) smooth tube; (b) α = 30◦; (c) α = 45◦; (d) α = 60◦;
(e) α = 90◦; (f) α = 120◦.
2.7. Validation of the Computational Method
To validate the accuracy of the simulation, the turbulent flow in a smooth tube based
on the model developed by Fritsch et al. [28] was considered, under uniform heat flux
boundary conditions on the front side of the tube. The temperature distribution at the
front side of the tube obtained in this simulation and that determined by Fritsch and
coworkers [28] are shown in Figure 7. The results reveal a good agreement between these
two studies. The largest relative error ε1 is 2.3% and is located at Z = 0.06 m, where the






Here, Tpresent and TFritsch are the temperatures obtained in the present work and in the
work of Fritsch et al. [28], respectively.
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experiment of Yang et al. [29].
Additionally, a comparison with the experimental results of Yang et al. [29] was also
carried out. A nu erical odel based on the experi ental odel of Yang was built, and
the average u on the inner all of the tube as obtained for different Re nu bers. The
variation of the u with Re obtained numerically and experimentally is given in Figure 7b.
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The results show that the maximum and average relative errors ε2 are 8.5% and 4.3%,







Here, Nupresent and NuYang are the average Nu on the inner wall of tube obtained in
the present simulation and in the experiment of Yang et al. [29], respectively.
3. Results and Discussions
3.1. Comparison between the Tube with Guide Vanes and the Smooth Tube
Figure 8a shows the temperature contours on surface S1 and section S2 (as defined in
Section 2.4) of the smooth tube (Case 1) and the tube with guide vanes (Case 2, α = 90◦). The
Re number in these two cases is the same, 83,335. The results show that the temperature
distribution in Case 1 is highly non-uniform: the temperature is much higher on the heating
surface than on the adiabatic surface (as defined in Figure 3). The temperature reaches
the maximum value at the position with the peak heat flux and then decreases from this
position to the opposite side along the circumferential direction. In Case 2, the temperature
is much lower on the front side of the tube, where the peak heat flux occurs, and the
temperature distribution across the tube cross-section is more uniform compared to that
observed in Case 1. The maximum temperature Tmax of the tube on S2 for Cases 1 and 2 is
694.70 K and 655.52 K, respectively, and the transverse temperature difference ∆T on S2 is
131.55 K for Case 1 and 91.14 K for Case 2. The smaller temperature difference is due to the
guide vanes, which change the flow direction of the molten salt and generate a spiraling
flow. This enhances the mixing within the tube and the heat convection on the tube wall,
resulting in a lower maximum temperature and a more uniform temperature distribution
on the tube wall. It is worth to mention that in the left side of the tube, which is close to
the guide vanes in Case 2, as marked by the black square in Figure 8a, the zone of high
temperature is very small and increases in size as the flow progresses downstream toward
the outlet of the tube. As a consequence, the enhancement in the heat transfer decreases
along the axial direction of the tube. The reason for this decrease is that the spiraling flow
and mixing induced by the guide vanes become weaker due to the high viscosity of the
molten salt as the flow progresses downstream.
For the fluid region of the molten salt flow, the temperature distribution in Case 1 is
non-uniform and the temperature is higher in the region near the front side wall. In Case 2,
the distribution is much more uniform since the guide vanes mix the downstream flow. The
maximum temperatures of the molten salt flow on S2 for Cases 1 and 2 are 648.25 K and
608.88 K, respectively, and the relative variation reaches 6.47%. The average temperatures
of the molten salt in Cases 1 and 2 are 567.20 K and 566.74 K. The result indicates that
the guide vanes significantly reduce the maximum temperature of the molten salt flow
and make the temperature distribution more uniform. Thus, the molten salt can work
safely under higher heat flux conditions in the tube with guide vanes, compared to the
smooth tube.
The phenomenon mentioned above can also be observed in Figure 8b,c, where the
maximum temperature and the temperature difference along the tube are shown. The
relative variation between the maximum temperatures in Cases 1 and 2 reaches 6.64% in
the region close to the vanes and decreases to 0.55% at the position Z = 6 m (Z/D = 323).
Additionally, it is worth to point out that the local tube temperature on Line 1 begins
to fluctuate downstream from Z = 1.2 m in Case 2. In some positions during the region
2.5 m < Z < 3.5 m, the temperature in Case 2 is even higher than that in Case 1. Then,
the fluctuation decreases rapidly from Z = 5 m, and the temperature increases smoothly
again. This phenomenon can also be found in the temperature contours of the region 2 m
< Z < 3 m and the region 5 m < Z < 6 m, which are given in Figure 8c. The temperature
distribution has significant fluctuations and the isothermals are distributed spirally in the
region 2 m < Z < 3 m, while in the region 5 m < Z < 6 m, the fluctuations disappear. This
happens since the direction of the velocity is spiral, and its component along the tube is
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non-continuous and fluctuating. Accordingly, the heat convection performance and the
wall temperature are significantly affected by the velocity, and the temperature distribution
on Line 1 is fluctuating in this region.
The results further indicate that the guide vanes reduce the maximum temperature
and the temperature difference on the tube. Additionally, due to the high viscosity which
weakens the spiraling flow as it progresses downstream, the enhancement in the heat
transfer coefficient on the tube wall decreases.
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3.73 m/s. In addition, the vectors of the total velocity presented in Figure 9c show that the 
velocity in Case 1 is in the axial direction, while the velocity in Case 2 is in the tangential 
direction. Moreover, its value and its direction change rapidly in the region near the wall. 
These observations indicate that the mixing influence of the guide vanes on the molten 
salt flow is strong. 
The turbulence intensities on S2 presented in Figure 9d show that the turbulence in-
tensity in Case 2 is much higher, especially in the region near the wall. The average tur-
bulence intensity in Cases 1 and 2 is 15% and 26.5%, respectively. The reason is that the 
Figure 8. Temperature distributions of the smooth tube and the tube with guide vanes: (a) tempera-
ture contours on S1 and S2; (b) temperature distributions on Line 1; (c) temperature differences along
the tube; (d) temperature contours in downstream region of Case 2.
To further analyze the heat transfer enhancement of the guide vanes and the fluctua-
tions in the temperature distribution, one should focus on the flow streamlines, the flow
velocity, and the turbulence intensity presented in Figure 9 for Cases 1 and 2. The flow
streamlines in Figure 9a show that the guide vane changes the direction of the velocity and
forms a spiraling flow, which mixes the molten salt, reducing the temperature stratification.
According to the distribution of the total velocity magnitude on section S2, which is shown
in Figure 9b, for Case 2, the flow region near the all has a higher velocity than the center
of the tube, whil in Case 1, the velocity in the center of the tube is higher than that in the
region near the wall. The maximum velocity in Cases 1 and 2 is 3.65 m/s and 4.93 m/s,
respectively, and the tangential compone t of the velocity o S2 in Case 2 reaches 3.73 m/s.
In addition, the vectors of the total velocity presented in Figure 9c how that the v locity in
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Case 1 is in the axial direction, while the velocity in Case 2 is in the tangential direction.
Moreover, its value and its direction change rapidly in the region near the wall. These
observations indicate that the mixing influence of the guide vanes on the molten salt flow
is strong.
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Figure 9. Velocity and turbulence intensity of the smooth tube and the tube with guide vanes with α = 90◦: (a) flow
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The turbulence intensities on S2 presented in Figure 9d show that the turbulence
intensity in Case 2 is much higher, especially in the region near the wall. The average
turbulence intensity in Cases 1 and 2 is 15% and 26.5%, respectively. The reason is that
the spiral flows enhance the disturbance, and the rapidly changed value and direction of
velocity increase the turbulence intensity in the region near the wall. Since both t e flow
velocity and the turb lence intensity in the wall region for Case 2 are higher t an th se
for Cas 1, they lead to a significant enh ncement in the heat transfer on the inside wall of
the tube.
To illustr te the enhancement in the heat transfer, the distribution of the local Nu on
Line 2 i given in Figure 10a. The results s ow that in th region 0 m < Z < 1 m, the Nu
for Case 2 is on average 12.54% higher th that for Case 1. From Z = 1.2 m, the local
Nu number on Line 2 for Case 2 begins to oscillate, and it decreases smoothly again from
Z = 5 m, which confirms the ph omenon discussed previou ly. The variations in the
peripherally averaged N (the peripherally averaged Nu i the average value of the Nu on
the circle line with co stant Z) numbers along the tube length for Case 1 and 2 are shown
in Figur 10b. T e results s ow that the peripherally av raged Nu long the whole tube is
higher in Case 2, especially in the region 0 m < Z < 1 m, and the average difference betwe n
Cases 1 and 2 is 9.03% in this region. The results presented above i icate that the heat
convection enhancement of the guide vanes is significant in the region 0 m < Z < 1 m, and
a second guide vane, placed at Z = 1 m, would be beneficial.
Besides the heat transfer enhancement, the pressure loss is also a relevant parameter
for the internal structure of the tube. The average cross-sectional statistic pressures along
the tubes are given in Figure 10c. It can be observed that the pressure decreases slightly
in the smooth tube. In the tube with guide vanes, the pressure also decreases moderately
in the preset and target tubes, but a considerable pressure drop is observed in the region
with guide vanes. The pressure losses ∆p1 and ∆p2 in Cases 1 and 2 are 46.37 kPa and
108.16 kPa, respectively, and the ratio ∆p2/∆p1 equals 2.33. The pressure loss is higher for
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Case 2, due to the local pressure drop of the guide vanes and the increased friction on the
tube wall. This is caused by the spinning flow and the viscous friction generated by the
spiraling flow.







Figure 10. Distribution of Nu and statistic pressure in the smooth tube and the tube with guide vanes with α = 90°: (a) local 
Nu on Line 2; (b) peripherally averaged Nu along the tube; (c) average cross-sectional statistic pressure along the tube. 
3.2. Effect of the Re Number 
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83,335, 100,000, 120,000) and a spin angle α of 90 degrees. It can be observed that the tem-
perature is low and distributed uniformly in the region near the vanes, while it increases 
and becomes non-uniform downstream. For example, for the Re equal to 40,000, a spiral 
characteristic of the temperature distribution is observed. As the Re increases, the maxi-
mum temperature decreases, and the temperature distribution becomes more uniform. 
The temperature distribution on S2 also becomes more uniform when the Re increases. 
The maximum tube temperature on S2 is 691.68 K, 669.43 K, 655.52 K, 649.2 K, and 643.90 
K, while the temperature differences on S2 are 114.87 K, 96.97 K, 85.81 K, 80.53 K, and 76.2 
K, respectively. Both temperatures decrease significantly as the Re number is increased. 
For the fluid region, the maximum temperature of the molten salt on S2 is 645.47 K, 623.06 
K, 608.88 K, 602.52 K, and 597.14 K, respectively, i.e., it decreases as the Re number in-
creases from 40,000 to 120,000. This happens because, for constant tube diameters, higher 
Re numbers correspond to higher solar salt mass flows through the tube. Since the solar 
flux on the tube surface is constant, the temperature decreases as the flow is increased. 
Higher Re numbers also increase the convection heat transfer on the tube wall. 
The temperature on Line 1 and the temperature difference along the tube are pre-
sented for different Re numbers in Figure 11b,c. Both the temperature and temperature 
difference decrease as the Re number is increased since, as discussed previously, for con-
stant tube diameters, higher Re numbers correspond to higher solar salt flows through the 
tube exposed to the constant solar flux assumed in this paper. Higher Re numbers, which 
correspond to higher mass flows, lead to smaller oscillations of the local temperature on 
Line 1 due to a stronger and more stable spiraling flow. For the highest investigated value 
i re 10. istri ti f a statistic ress re i t e s t t e a t e t e it i e anes ith α = 90◦: (a) l cal
Nu on Line 2; (b) peripherally averaged Nu along the tube; (c) average cross-sectional statistic pressure along the tube.
3.2. Effect of the Re Number
Figure 11a shows the temperature contours on S1 and S2 for the Re of (40,000, 60,000,
83,335, 100,000, 120,000) and a spin angle α of 90 degrees. It can be observed that the
temperature is low and distributed uniformly in the region near the vanes, while it increases
and becomes non-uniform downstream. For example, for the Re equal to 40,000, a spiral
characteristic of the temperature distribution is observed. As the Re increases, the maximum
temperature decreases, and the temperature distribution becomes ore uniform. The
temperature distribution on S2 also becomes ore uniform when the Re increases. The
maximu tube temperature on S2 is 691.68 K, 669.43 K, 655.52 K, 649.2 K, and 643.90 K,
while the temperature differences on S2 are 114.87 K, 96.97 K, 85.81 K, 80.53 K, and 76.2 K,
respectively. Both temperatures decrease significantly as the Re number is increased. For
the fluid region, the maximu temperature of the molten salt on S2 is 645. 7 K, 623.06 K,
608.8 K, 602.5 K, and 597.14 K, respectively, i.e., it decreases as the Re number incr ases
f om 40,000 to 12 ,000. This happens b cause, for consta t tube diameters, hig er Re
numbers correspond to hig er solar s lt mass flows through the tube. Since the solar flux
on the tub s rface is constant, the emperatur dec as s as the flow is increa ed. Higher
Re numb rs also increase the convecti h at transfer on th tube wall.
r t re on Line 1 and the t mperature differenc along the tube are presented
for different Re numbers in Figure 11b,c. Both the temperature and temperatur differenc
ecrease as the Re numb r is increased s e, iscussed previously, for constant tube di-
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ameters, higher Re numbers correspond to higher solar salt flows through the tube exposed
to the constant solar flux assumed in this paper. Higher Re numbers, which correspond
to higher mass flows, lead to smaller oscillations of the local temperature on Line 1 due
to a stronger and more stable spiraling flow. For the highest investigated value of the Re,
120,000, the temperature oscillations are slight, and at lower Re numbers corresponding
to lower solar salt flow rates, the spiraling flow is weaker and dissipates sooner due to
the action of viscosity, and this causes large oscillations on the local temperatures. For
Re = 40,000, the onset of local temperature oscillations is located at Z = 0.4 m, while when
the Re equals 100,000, this is shifted to Z = 1.5 m.
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Figure 11. Temperature distributions for different Re values and α = 90◦: (a) temperature contours on
S1 and S2; (b) temperature distributions on Line 1; (c) temperature differences along the tube.
To illustrate and analyze the effect of the Re number on the heat transfer enhancement,
Figure 12a,b are provided, where the total velocity magnitude and the turbulence i tensity
on S2 are shown for different Re values. The results show that both the flow velocity and
turbulence intensity in the region ear the cent r of the tube, and in the region ne r the
wall, increase significantly. Th maximum flow velocity for the Re of (40,000, 60,000, 83,335,
100,000, 120, ) is 2. 8 m/s, 3.6 m/s, 5.01 m/s, 6.05 m/s, and 7.27 m/s, respectively.
The corresponding values of the average turb lence intensity are 12.56%, 18.26%, 24.7%,
29.08%, and 34.37%. Consequently, the increased flow veloci y a d turbulence intensity
near the tube wall enhanc the heat transf r and mix t molten salt, leading to more
uniform temperatures of b th th tube wall and molten salt.
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values. As the flow progresses downstream, oscillations in the local Nu number occur due 
to weakening of the spiraling flow caused by viscous friction. As discussed previously, 
higher Re numbers result in smaller oscillations due to a stronger and more stable spiral-
ing flow. For lower Re numbers, the spiraling flow is weaker and dissipates sooner due to 
the action of viscosity, resulting in large oscillations in local Nu numbers. For Re = 40,000, 
the onset of oscillations is located at Z = 0.4 m. This suggests that the enhancement in the 
heat transfer achieved by the guiding vanes is a strong function of the Re number and 
occurs over an effective distance, whose length also depends on the Re number. Addition-
ally, the peripherally averaged Nu numbers along the tube length for the analyzed range 
of Re numbers are given in Figure 13b. The results show that the peripherally averaged 
Nu increases with the increase in the Re number, the average difference reaching 13.82% 
when the Re increases from 40,000 to 120,000. 
For the analyzed tube geometry, the average Nu on the inside wall (0 m < Z <1 m) is 
31.8, 32.34, 33.41, 34.06, and 34.43 for Re values of (40,000, 60,000, 83,335, 100,000, 120,000), 
respectively, as shown in Figure 13c. The increase in the average Nu reaches 8.27% when 
the Re increases from 40,000 to 120,000. The pressure drop Δp increases with the Re num-
ber, as shown in Figure 13d. As the Re increases from 40,000 to 120,000, Δp increases from 
26.66 to 216.68 kPa. 
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Figure 12. Flow velocity and turbulence intensity as a function of the Re number: (a) total velocity
magnitude; (b) turbulence intensity.
The variation in the local Nu on Line 2 along the tube length for the analyzed range
of Re numbers is given in Figure 13a. The results show that the Nu increases for rising Re
values. As the flow progres es downstre m, oscillations in the local Nu number occur due
to weakening of the spiraling flow cau ed by visc us friction. As discussed previously,
higher Re numbers result in sma ler oscillations due to a stronger and more stab e spiraling
fl w. For lower Re number , the spiraling flow is weaker and dis ipates sooner due to the
action of viscosity, resulting in large oscillations in local Nu numbe s. For Re = 40,000, the
nset of oscillations is located at Z = 0.4 m. This suggests that t e enhancement in the heat
transfer achieved by the guiding vanes i a strong functi n of the Re number and occurs
over an effective distance, whose length also depends on the Re number. Additionally,
the peripherally averaged Nu numbers along the tube leng for the analyzed range of
Re numbers are given in Figure 13b. The results s ow that the p ripherally averaged Nu
increases with th increase in the Re number, th v rage difference reaching 13.82% when
th Re incr ases from 40,000 to 12 ,000.
For the analyzed tube geometry, the average Nu on the inside wall (0 m < Z < 1 m) is
31.8, 32.34, 33.41, 34.06, and 34.43 for Re values of (40,000, 60,000, 83,335, 100,000, 120,000),
respectively, as shown in Figure 13c. The increase in the average Nu reaches 8.27% when
the Re increases from 40,000 to 120,000. The pressure drop ∆p increases with the Re number,
as shown in Figure 13d. As the Re increases from 40,000 to 120,000, ∆p increases from 26.66
to 216.68 kPa.
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3.3. Effects of the Spin Angle
Figure 14a shows the temperature contours on the surface S1 and the cross-section
S2 (Z = 0.25 m) with the spin angle α varying from 30◦ to 120◦. The results show that, as
α increases, the temperature on S1 decreases and its distribution becomes more uniform.
For small values of the spin angle α, the temperature fluctuations on the tube surface
along Line 1 are large, as shown in Figure 14b. As the spin angle increases, the local
temperature fluctuations along Line 1 decrease in magnitude and disappear for the largest
analyzed spin angle of 120 degrees. As the results show, the temperature distribution of
the tube wall on S2 is also more uniform for larger α values. For an α of (30◦, 45◦, 60◦, 90◦,
120◦), the maximum tube temperature shown in Figure 13b is 665.25 K, 662.29 K, 659.14 K,
655.52 K, and 644.81 K, respectively, while the corresponding temperature difference shown
in Figure 13c is 94.94 K, 90.06 K, 87.56 K, 85.81 K, and 76.73 K. Both quantities decrease as
the spin angle α increases. The maximum temperature of the molten salt on S2 is 619.41 K,
615.58 K, 613.37 K, 608.88 K, and 598.12 K for an α increasing from 30◦ to 120◦. The
axi relati e te erat re ariati reac es 4 , ic ea s t at t e te erat re
f t lt s lt fl c s r if r f r l r r l s, ll i t t l r ti
f i r t fl t t f . is is se, f r i er l es f t , t
ir cti f t fl l it i l i l fl i i , i l i
str i li fl t.
i ls shows that for the small values of the spin a gle α such as 30◦, 45◦, and
60◦, loca temp ratu e fluctuations on Line 1 occur almost immediately downstream of the
vane. As the spin angle α increases, the onset of fluctuati ns is p shed further downst eam
by the stronger spiraling flow. Thus, in terms of heat trans er enha cement, large spin
n le are pref rred.
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it t t l i t sit it iff t i l t
i re 15. As the α increases and the tangential compo ent of the flow veloc ty is
increased, the flow velocity increases in the region near the wa l and decreases i t
t e tube center. The turbulence intensity increa es across the entire cro s-section
of the tube. For the value of the α equal to 30◦, 45◦, 60◦, 90◦, and 120◦, the aximum
velocity occu ring near the tube wall is .11 m/s, 4.42 m/s, 4.76 m/s, 5.01 m/s, and
6.18 m/s, respectively, and the average urbulence intensity is 9.11%, 19.48%, 21 17 ,
24.7%, and 40.36%. B th the maximu flow velocity and maximum turbulence intensity
in rease rapidly, especially when the α increases from 90◦ to 120◦. For t e α equal to 120◦,
the tangential c mponent of the flow velocity reaches 5.15 m/s, indicating that a strong
spiraling flow is formed. As discussed previously, for larger α values, t direction f the
flow is close to the tangential direction, and the flow path is longer along the circumferential
direction. Hence, the maximum flow velocity is higher, and the characteristics of the
spiraling flow are more pronounced.
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As a result of the high tangential velocity near the tube wall and the high turbulence
intensity, the heat transfer on the inner wall is enhanced. The variation in the local Nu
number on Line 2 along the tube length is presented in Figure 16a for different α values.
Generally, the local Nu value increases with larger spin angles and reaches its highest value
for the largest analyzed α (120◦), which also gives a monotonic variation in the local Nu
number along the tube length. The local Nu number fluctuates, with rising fluctuations for
decreasing α values. Moreover, the onset of fluctuations depends on the spin angle. For
small values of α, fluctuations occur almost immediately downstream from the guide vane
because the spiraling flow is weak. As the α increases, and the strength of the spiraling
flow increases, the onset of fluctuations occurs further downstream. Additionally, the
peripherally averaged Nu numbers along the tube with the spin angle α varying from 30◦
to 120◦ are given in Figure 16b. The results show that the peripherally averaged Nu also
rises with the increase in the spin angle α. In the downstream region far away from the
vanes, the difference between peripherally averaged values of Nu numbers corresponding
to different spin angles becomes small due to the weaker flow mixing and the smaller heat
transfer enhancement in this region.
With the α varying from 30◦ to 120◦, the average Nu on the inside wall (0 m < Z <
1 m) of the whole tube is 32.59, 32.95, 33.22, 33.41, and 34.26, respectively, as shown in
Figure 16c.
The variation in pressure loss is given in Figure 16d. The results show that as the
heat convection is enhanced, the pressure loss also increases. The pressure drop growth is
especially large for spin angles larger than 90 degrees. Thus, when selecting the value of
the α, one has to evaluate tradeoffs between the heat transfer increase and the resulting
increment in the power output and pressure drop.
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In general, the spin angle α has a pronounced effect on the heat transfer enhancement
and on the flow mixing in the tube. For larger values of α, the tangential flow velocity
is higher, and the spiraling flow is stronger, which leads to a more uniform temperature
distribution of the tube wall temperature and of the molten salt flow through the tube.
Additionally, the effective distance in the downstream region over which the heat transfer
is increased is also longer. However, the pressure loss also increases for larger α values.
4. Conclusions
In this paper, the heat transfer performance of external receiver tubes with novel
guide vane components was numerically studied. Numerical models of the smooth tube
and the tube with guide vanes were built and the predicted values of the parameters of
interest, such as the temperature, flow velocity, Nu, and pressure drop, were compared in
order to determine the effect of the guide vanes and their geometry on the heat transfer
enhancement, the flow mixing, the tube wall, and the molten salt temperature. The effect
of the Reynolds number Re and the spin angle α on the heat transfer enhancement and
pressure drop was also studied. The main observations can be summarized as follows:
(1) The guide vanes form a spiraling flow in the region downstream of the vane, which
increases the tangential flow velocity and turbulence intensity in the region near the tube
wall. This leads to the enhancement of the heat transfer and the mixing of the molten
salt flow. However, the heat transfer enhancement and the flow mixing are significant
in the region near the guide vanes and become weak in the downstream region. This
happens because the viscous friction of the molten salt weakens the spiraling flow. As the
spiraling flow becomes weaker, fluctuations in the local fluid temperature begin to occur,
leading to fluctuations in the local heat transfer and in the temperature at the tube wall.
Parameters such as the Reynolds number and spin angle affect the effective distance, the
onset, and the strength of these fluctuations. In the tube with guide vanes, the heat transfer
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enhancement and the flow mixing caused by the spiral flow are significant. Therefore, the
temperature distribution in this tube is more uniform, while the maximum temperature is
lower compared with that in the smooth tube. This suggests that the tube with guide vanes
could work under higher heat fluxes without exceeding the safe operating temperature of
the tube and of the molten salt flow.
(2) The velocity, the turbulence intensity, the mass flow of the molten salt, and the heat
transfer coefficient on the inner wall increase as the Re number increases. The Re number
also affects the strength of the spiraling flow, increasing the heat transfer enhancement and
the length of the effective distance.
(3) The spin angle α affects both the heat transfer enhancement and the pressure loss.
For higher values of the α, the spiraling flow is stronger and persists over a longer length.
Moreover, the tangential velocity and the turbulence intensity near the wall are stronger and
lead to larger heat transfer enhancements and stronger flow mixings. However, stronger
tangential velocities, especially near the wall, and the viscous friction increase the pressure
drop. Thus, when selecting the value of the spin angle, one has to evaluate tradeoffs
between the increase in the heat transfer and the resulting rise in the power output, as well
as the growth in the pressure drop and pumping power requirements.
Future research work will focus on a two-stage spin vane system, which would be
beneficial for longer tubes and tubes with a higher L/D ratio. The optimization on different
spin vane angles, which can be used in the first and second stages, will be taken into
account to maximize the heat transfer and minimize the pressure drop.
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Nomenclature
D Diameter of the tube (mm)









X, Y, Z Global Cartesian coordinates
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Greek symbols
α Twisted angle (◦)
ρ Density (kg/m3)






CSP Concentrated solar power
SPT Solar power tower
HTF Heat transfer fluid
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